ADDENDUM NO. 1

TO: ALL BIDDERS OF RECORD
PROJECT: Freezout Lake WMA Flume Replacement

FWP PROJECT #: 7135313
DATE: 8/14/15

FROM: Paul Valle, Montana FWP Project Manager

Acknowledge receipt of this addendum by inserting its number and date in the
Proposal Form and on the Bid Envelope. Failure to do so may subject bidder to
disqualification.

This Addendum forms a part of the Contract Documents. Clarification and/or
modifications area as follows:

1. Bidders shall use new updated Bid proposal form to submit bids

2. Section 13630 Fiberglass Flume 2.1A.is amended to add 5. Cut Throat Flume
shall include an 8” molded stilling well.

3. Plan sheets 2, 5 and 6 have been modified to adjust the Flume installation
elevation and increase the headwall heights please use the new sheets #2, #5
and #6 for bidding.

4. Addendum plan sheet #1 has been added for the replacement of an existing half
round water control structure and 30’ 36” HPDE. This structure and pipe must be
instalied prior to October 3, 2015. The new half round structure shall be (42" 12
md @ 6' w/smooth 36" outlet to fit 36" HDPE) ID as manufactured by TrueNorth Steel, Inc
1501 S 30" St W Billings Montana or an approved equal.
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REVISED PROPOSAL

FREEZOUT LAKE WMA FLUME REPLACEMENT

FWP # 7135313

Montana Fish, Wildlife & Parks
Design and Construction

PO Box 200701

1522 9™ Avenue

Helena, Montana 59620-0701

The undersigned, having familiarized himself with the conditions of the work and the
contract documents as prepared by Paul Valle; P.O. Box 200701 Helena Montana
59620-0701; Phone 406 841-4013 , agrees to furnish all labor, materials, equipment,

and services necessary to complete all general construction work, as bid herein, for a

project entitled Freezout Lake WMA Flume Replacement in accordance with the

Contract Documents including all Addenda. The bidder agrees to perform all the work
described below at the price shown as follows:

Reminder To Contractors: All Unit Prices must be filled in on the Bid Form for a valid bid

(18-2-303 MCA).

Base Bid:
Item Description Estimated Unit Unit Total
# Quantity Measure Price Amount
1 Mobilization and Demobilization 1 Lump
sum
2 Demolition and Disposal 1 Lump
sum
3 36” x 40’ HDPE culvert (double wall smooth | 1 Lump
inside) sum
4 New 36” Cut Throat Flume with concrete 1 Lump
wing walls and concrete pad sum
5 Reclamation and Revegetation 1 Lump
sum
6 36”X30’ HPDE (double wall smooth inside) | 1 Lump
culvert and half round water control structure sum
per addendum.
Total: $
BASE BID:

AND /100 DOLLARS ($




And certifies that he is a duly and regularly licensed contractor registered with the
Montana Department of Labor and Industry:

FIRM NAME:

TELEPHONE #: FAX#:

BY:

REGISTRATION #:

BUSINESS ADDRESS:

E-MAIL ADRESS:

This bidder acknowledges receipt of the following addenda:
ADDENDUM NO. DATED
ADDENDUM NO. DATED

ADDENDUM NO. DATED



Existing Features
Control Point

Culvert
Edge of Water

Wire Fence

Existing Canal Proposed Features

Culvert
Cocnrete

Flume

Finsihed Elev.

LEGEND

_D—
CONTROL POINTS
— Description _ Northing Easting Elevation
—_— CP1 10,000.00 5,000.00 100.00
CP2 10,119.95 4,927.22 99.23
—$*995. |.7 CP3 9,915.05 4,885.61 100.77

Place Salvaged Field Stone

Existing Flume and Concrete
Demolition and Disposal

Salvage and Replace
Existing Field Stone

12'x 3 x &' \ e i
Concrete Apron -

12'x 7'-6" x &"
Concrete Wingwall

8| X 7|_6|I X 8”
Concrete Pad

24' x 7'-6"x &"
Concrete Wingwall

Remove and Replace
36" x 40' HDPE

CP3 _\

Contractor Access

NOTES:

1. Owner will establish initial survey control
and alignment grade stakes, see Technical
Specification 01050, Field Engineering for
additional Contractor surveying requirements.

2. Salvage all existing field stone encountered
during excavation construction. Replace all
existing field stone at culvert outlet, or as
directed by the Engineer.

3. Any utilities depicted on these plans are
in accordance with their achieved "Quality
Levels” as defined in the American Society of
Civil Engineer’s document ASCE 38, "Standard
for the Collection and Depiction of Existing
Subsurface Utility Data.”
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Existing Dike Road Existing Water

42" x 6" metjal half round contrpl structure

Existing Water
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